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45° VERT. BEND
STA:21+76.99

45° VERT. BEND
STA:21+72.32

11.25° HORZ. BEND
STA: 21+69.56

CASING PIPE
STA: 21+67.74

CASING PIPE
STA:21+44.74

STA: 21+37.88

45° HORZ. BEND

[STA: 21+79.65

12"X6” HYD TEE
STA: 22+52.87

22+00

\AL

45° HORZ. BEND

12"X8" TEE
ROTATED DOWN 45°
STA:22+57.32

ASINGPIPE
STA: 24+ 35.96

45° HORZ. BEND
STA: 24+36:94

45° HORZ. BEND

127X6" "REDUCER
STA:22+60.32

6” VALVE (VLV14)

STA: 23+90.27
45 VERT. BEND
STA: 23+33.92
ASING PIPE
45° VERT, BEND STA: 24+00.40
STA: 23+39.95
STA: 22+63.32
24+00 HYD 71

STA 24+ 5311
45" HORZ. BEND B STA: 24+76.44

\AJ T w

43" HORZ. BEND
STA: 22+36.67

45° HORZ. BEND
STA:22+49.94

STA: 22+90.82 —
£3+OO / \ . 24476 BURY DEPTH 7.0’

45" VERT. BEND 6” VALVE (VLV15)

STA: 23+11.92 45 HORZ. BEND STA:24+71.45

STA:23+76.99

| 45° VERT. BEND
STA: 23+05.80

45" HORZ, BEND
STAY22+78.78

_
()

(ap)

=

0 9

= 12" VALVE (VLV12)
o

z

LLl \éB\/y

L

7 &

CASING /PIPE
STA:21+24.29

CASING RIPE
STA: 21+01.29

12"X127 TEE
STA: 21+00.00

STATION EQUATION

BUILDING 1 G SERVICE LATERAL
(SEE ENLARGEMENT ON THIS SHEET)

STATION=7+63.68=21400.00

NORTHING=1892422.35
EASTING=1118083.04

I
I

NOTE: EXISTING MEDICAL GAS SERVICE IS A LIFE SUPPORT UTILITY.

\
SEE SHEET CU 301

THE EXISTING MEDICAL GAS SERVICE SHALL BE PROTECTED
AND MAINTAINED AT ALL TIMES. SEE KEYED NOTE 6.

EX. ELECTRIC

GRAPHIC SCALE

0 20’ 40’

S

630

fm—————m—m e m -

12"X6" HYD: ‘TEE
STA:22+52.87

I
I
I
I
—_

I HYD 70 \
| 5.3 LF. 6" @ —2.45% STA: 22+44.79 INV:617.61
|/ INV:617.86
: ~BURY DEPTH 6.5 ol /.
] 6" VALVE (VLV13) OFFSET. —9 3L 12"X8" TEE
STA: 22+52.87 V- 818,11 ROTATED DOWN 22.5°
| OFFSET: —4.9L R STA: 22+57.32
INV: 647.98 INVE617:61 )| 23400
:)E 4.9 LF. 6" @ —2.45% INV:617__’W I —
"’ i R TYP,/ 2 22.5° VERT.~BEND
- @ STA: 22+57.32

Gy

3.7 L.F. 8" @ —41.41%

OFFSET: 3.7R
INV:619.29

8" VALVE (VV4)
STA:22457.32

3.0 L.A. 8% @ O.OO%W,/OFFSET:MR
Eéﬁe gggﬁm INV: 619.29
NV: Bio g5y 126 1bF 8" @0.00%—~— " |

EX."ELECTRIC 1
CROSSING

EX. WATER INV.: |622.46+
CROSSING\ 3.0 LF. 8"/ ® 100.00%
INV.: 618.56+
@_L; 1 —97LF 8 0000%

|
|
|
|
|
|
|
|
|
|
| INV.: 619.65%
|
|
|
|
|
L

45> VERT: BEND
STA:22+57.32
OFFSET:19.3R
INV:619.29

45° VERT. BEND
STA:22+57.32
OFFSET: 22.3R
INV:616.30

45" HORZ.BEND
& GRADE BREAK
STA:22+57.33

b
3

\AJ

SKV CROSSIN 28 LF. 8" @ 0.00% OFFSET: 32.0R
INV: 616.30
EX. ELECTRIC 22[5¢ VERT. BEND
CROSSING STA:- 224+ 55.31

INV.: 622.45+ ( 1 49 LF. 8@ -41.41%
22.5° VERT. BEND
STA: 22+51.88
OFFSET: 37.4R

OFFSET: 34.0R
INV: 616.30

CONNECT TO

EX. WATER SERVICE

STA: 22+ 49.94

OFFSET: 39.7R INV:618.51

INV: 618.31% 3.2 L.F. 8" @ 0.00%
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BUILDING 1 G SERVICE LATERAL

GRAPHIC SCALE

0 10’ 20’

e

VLV - VALVE BOX
VV - VALVE VAULT (CONCRETE)

KEYED NOTES:

1. CONTRACTOR SHALL FIELD VERIFY EXISTING WATERMAIN CONNECTIONS PRIOR TO THE
INSTALLATION OF PROPOSED WATERMAIN OR THE REMOVAL/ABANDOMENT OF EXISTING
WATERMAIN.  CONTRACTOR SHALL ENSURE THROUGH FIELD VERIFICATION, OBSERVED AND
COORDINATED WITH THE VA CONTRACTING OFFICER, THAT THE EXISTING WATER SERVICE AT

THIS LOCATION IS SHOWN CORRECTLY AND ABANDONING/REMOVING WILL NOT INTERRUPT

625

CuU 301

SEE SHEET

EX. 15" STORM
INV:615.90+

STA: 21+56.16—\ 2.8 L

L.F. 127

—100.00%

F. 127
@ 0.00%_\

. GROUND SURFACE

EX. ELECTRIC @ 0.0
STA!22+24.63

STA:22+94.78
INV:622.35+

EX. OXYGEN CAUTION ~ EX. ELECTRIC

STA: 24+40.95 STA: 24+40.95

220 LIF. 8”7 @ 0.00% INV: 622.14% INV:621.92+

/ /Ex. GROUND SURFACE on
A G

3.0 L.F.|6"

0% ) )
3.0 L.F. 12"\ @ 0.00%
\ ]

INV:622.42+ | @ 0.007%

620

31.7 LF. 1" @ 0.00%~ |\

EX. 6” WATER
STA: 21+ 44.78
INV: 61 8.40i_\

625

WATER SERVICE DURING CRITICAL TIME PERIODS.

2. REMOVE EXISTING HYDRANT. SEE ABANDONMENT/REMOVAL PLAN CU100 & CU101.

3. ABANDON EXISTING WATER SERVICE LINE. SEE ABANDONMENT/REMOVAL PLAN CU100 &
CU101.

4. REMOVE EXISTING WATER SERVICE LINE. SEE ABANDONMENT/REMOVAL PLAN CU100 &
CU101.

2.7 LF. 12
@ 0.00%

—A N
EX. 8" STORM
STA:24+09.42

INV: 621 .64:1:\()

9 LF. 127 6.0 L.F. 6

@ 0.00% @ 19.88%
r

45 LF. 12" C 50 LF. 6 EX. 15”| STORM
@ 0.00% / 8 0.00% STA: 23+23.05
) 00% INV: 615/57+
. 18.3 LF. 6" ® 0.00%"
13.3_L.F. 12" oor

620

S. POTENTIAL TREE IMPACT. SEE RESTORATION PLAN CU200 & CU201.

6. EXISTING MEDICAL GAS ELEVATIONS, ALIGNMENT AND SIZE ARE UNKNOWN, EXTREME CAUTION
IS WARRANTED IN THIS AREA. CONTRACTOR SHALL PRIVATE UTILITY LOCATE AND FIELD
VERIFY SIZE, LOCATION AND ELEVATIONS OF THE EXISTING MEDICAL GAS SERVICE AT
CROSSING AND PARALLEL LOCATIONS. CONTRACTOR SHALL COORDINATE WITH THE VA PIPE
SHOP PRIOR TO THE START OF CONSTRUCTION SURROUNDING THE EXISTING MEDICAL GAS.
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EX. 15" STORM
STA: 21+11.12—~

INV:616.11% N} ~\

\

57.0 L.F. 12" @ 0.00% M

N\ \ \

46.7 L.F. 6"

@ 0.00% ® 0.00%

® 0.00% \ | | \l / )y (;/ / \< 7 LF o 16.2 LF. 6" @ 0.00% \ |

36.6 L.F. 6" /

@ 0.00%
615

(EXISTING MEDICAL GAS IS DENOTED AS "OXY” ON BASE PLAN.)

NOTES:

1. EXISTING UTILITIES ARE SHOWN FOR INFORMATIONAL PROPOSES ONLY. THE VA AND
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37.9 LF. 12" @]0.00%~\
\

A
.

23.0 L.F. 24" e

——23.0 LF. 24"
CASING| PIPE
@ 0.00%% —

B[ Lz6.5 LF. 24"
188% CASING PIPE
@ 0.00%

/
/ =
/
/
%
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ENGINEER NEITHER ASSUME OR IMPLY RESPONSIBILITY FOR THE ACCURACY OR
COMPLETENESS OF UTILITY DATA PRESENTED. ALL EXISTING TOPOGRAPHY, UNDERGROUND
UTILITIES, STRUCTURES AND ASSOCIATED FACILITIES SHOWN ON THE DRAWINGS ARE BASED
ON AVAILABLE SURVEYS AND RECORD DRAWINGS. THEREFORE, THEIR LOCATIONS AND
ELEVATIONS MUST BE CONSIDERED APPROXIMATELY ONLY. THERE MAY BE ADDITIONAL
FACILITIES, STRUCTURES, UTILITIES WHICH THEIR EXISTENCE ARE NOT PRESENTLY KNOWN.
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CASING PIPE N\
@ 0.00%

T\
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- 7 N
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END
END
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END
END
END
END
END
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ACTUAL LOCATIONS OF UTILITIES MAY VARY FROM LOCATIONS SHOWN ON THE PLANS.

2. THE CONTRACTOR IS RESPONSIBLE FOR MAKING HIS OWN DETERMINATION AS THE THE TYPE
AND LOCATION OF UNDERGROUND UTILITIES AS MAY BE NECESSARY TO AVOID CONFLICTS
AND DAMAGE THERETO. CONTRACTOR SHALL VERIFY ALL FIELD CONDITIONS, ELEVATIONS,
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12" VALVE (VLV12)

STA: 21+00.00
12" INV:612.93
STA: 21+37.88
12" INV:612.93
11.25° HORZ., BEND
STA: 21+69.56

12"X12" TEE

STA: 21+72.32
12" INV:612.93
45° VERT. BEND
STA:21+76.99
12" INV:617.61
45° HORZ. BEND
STA:21+79.65

45° VERT. BE

12" INV: 617.61

40"
P4

A

INV: 61761

45° HORZ. B
INV:617.8

11.25° VERT.| BEND

STA: 23+11.92

11.25" VERT. |BEND

STA:23+05.80

)] PP

11.25° VERT. BEND

STA: 23+33.92
11.25° VERT. |BEND

STA: 23+39.95
6” VALVE (VLV15)

ROTATED DOWN 45°
STA: 24+71.45

12"X6” HYD |TEE
STA: 22+585.

STA:22+52.87
12"X6” REDUCER

STA:22+36.67
12" INV:617.61
45" HORZ. B
STA: 22+49.94
12" INV:617.61
12" INV:617.51
12"X8” TEE
12" INV:617.61
8" INV:617.77
STA:22+60.32
12" INV: 617.61
6” INV:617.86
STA: 22+63.32
6” INV:617.86
45° HORZ. B
STA:22+78.78
6” INV:617.86
45. HORZ. BEND
STA:22+90.82
6” INV:617.86
6” INV:619.07
6” INV:619.07
6” INV:617.87
45° HORZ. B
STA: 23+76.59
6” INV:617.87
45" HORZ. B
STA: 23+90.27
6" INV:617.87
45° HORZ. B
STA: 24+ 36.94
6" INV:617.87
45" HORZ. B
STA: 24+53.111
6” INV:617.87
6" INV:617.87
HYD 71

o

STA:244+76.44
BURY DEPTH; 7.0’
6” INV:617.87
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STRUCTURES AND FACILITIES AND SHALL REPORT ANY CONFLICTS, ERRORS, DISCREPANCIES
OR OMISSIONS, TO THE COTR AND ENGINEER PRIOR TO ORDERING MATERIAL AND STARTING
WORK SO THAT CLARIFICATION OR REDESIGN CAN OCCUR IF NECESSARY.

3. EXISTING UTILITY CROSSING IN PROFILE ARE OUTSIDE BOTTOM OF PIPE / STRUCTURE
ELEVATIONS.

624.60 EX.|12” INV:612.93

624.67 EX.|6” VALVE (VLV14)

624.65 EX.

4. CONTRACTOR SHALL COORDINATE CONSTRUCTION WITH VA, TO ENSURE THE ACCESS DRIVE IS
MAINTAINED THROUGHOUT WATER MAIN INSTALLATION.

21+350

N
+ [624.81 EX.

N

N l624.70 EX.|6" INV:617.86

N
i 624.27 EX.
N

+ 625.01 EX.
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§ TEE-FACING YOU

VLV - VALVE BOX

() TEE-FACING AWAY VV-VALVE VAULT (CONCRETE)

SCALE: 17
1 ”

2
4’ VERTICAL

0" HORIZONTAL

: DAL
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